Abstract: A vertical axis wind turbine (VAWT) was positioned at the discharge outlet of a cooling tower electricity generator. To avoid a negative impact on the performance of the cooling tower and to optimize the turbine performance, the determination of the VAWT position in the discharge wind stream was conducted by experiment. The preferable VAWT position is where the higher wind velocity matches the positive torque area of the turbine rotation. With the proper matching among the VAWT configurations (blade number, airfoil type, operating tip-speed-ratio, etc.) and exhaust air profile, the turbine system was not only able to recover the wasted kinetic energy, it also reduced the fan motor power consumption by 4.5% and increased the cooling tower intake air flow-rate by 11%. The VAWT had a free running rotational speed of 479 rpm, power coefficient of 10.6%, and tip-speed-ratio of 1.88. The double multiple stream tube theory was used to explain the VAWT behavior in the non-uniform wind stream. For the actual size of a cooling tower with a 2.4 m outlet diameter and powered by a 7.5 kW fan motor, it was estimated that a system with two VAWTs (side-by-side) can generate 1 kW of power which is equivalent to 13% of energy recovery.
Introduction
By the end of the year 2014, one of the primary sources of energy, i.e., crude oil was showing a reduction trend in price which was thought could lead to a reduction of the electricity price [1] . According to the Organization of the Petroleum Exporting Countries (OPEC), this declining trend is likely to continue throughout 2015 [2] . At the moment, energy security is not only evaluated in economic perspective, but becomes more complex as it covers emerging global challenges, such as energy resource depletion, climate change, and geopolitical tension [3, 4] . The limited capacity of the world to cope with the pollution caused by fossil fuels is one of the major considerations that has forced the world to seek alternative energy systems [5] . More than 90% of the energy related greenhouse gases emission is a result of the CO2 emissions from fuel combustion globally [6] . Currently, the increase in the concentration of greenhouse gases emission has caused a notable rise of temperature in the earth's atmosphere (global warming) and thus widespread melting of snow and ice at the polar ice caps [7] . Due to the concerns on environmental issues, the development and application of renewable and clean new energy are certainly expected [8] .
For this reason, generating energy from renewable sources remains highly relevant, to be implemented and explored. To meet the energy demand without damaging the planet, energy generation from renewable sources is becoming more widespread. Wind energy is known to be the fastest growing renewable energy resource in the world with an annual growth rate of 30% [9] . However, the uncertainty of wind energy is the main problem in matching the increasing demand for renewable energy. The operation of wind power is susceptible to changing wind patterns resulting from climate change [10] . The idea of bringing a wind energy system into urban areas is more challenging because of limited available space and the adaptation of the wind turbine to the existing infrastructure. Many researchers have proposed ideas of wind energy systems that can possibly be installed in urban settings for local energy generation [11] [12] [13] [14] . These systems feature additional augmentation systems, either utilizing the building geometry or retrofitted onto the building or a combination of these. However, the wind quality remains the concern in siting wind turbines in urban areas. Thus, an efficient method is very much required to harness the uncertain wind energy.
Besides turning to available alternative resources for generating clean energy, energy recovery from wastes such as heat sink, exhaust air, etc. also has great potential in helping to address the global energy issue. Energy saving and emission reducing technologies consist of three types, i.e., resource conservation, energy economy, and environment-friendly [15] . The available wind source can be divided into natural wind and man-made wind. Man-made wind is considered as unnatural, that is available from man-made systems or operations such as a cooling tower, exhaust air, etc. The high-speed, consistent and predictable wind produced by these systems is suitable to be recovered into a useful form of energy. Thus, this paper proposes the concept of an energy recovery system on a cooling tower by using commercially available wind turbines. It is an energy recovery system which might reduce the energy demand by generating energy from waste. This system enables the low wind speed countries especially in urban areas to harness wind energy from exhaust air resources which are consistent and predictable. Design and experimental study in determining the optimum position of the turbine at the discharge outlet is presented. The aerodynamical behavior of the wind turbine is then studied via a semi-empirical approach by applying double multiple stream tube (DMST) theory. This theory is preferable because the wind stream is divided into several tubes perpendicular to the wind turbine swept plane. It allows the influence of a non-uniform wind velocity profile from the wind source to be included in the analysis. This is a novel application of the DMST theory.
Design Description of the Novel Exhaust Air Energy Recovery Wind Turbine Generator
The exhaust air energy recovery turbine generator was filed as a patent in 2011 [16] . It is a system that reuses exhaust air from any exhaust outlet to generate electricity and/or mechanical power. The general arrangement of the system is depicted in Figure 1 . The system comprises a turbine rotor assembly mounted on a supportive frame and is able to rotate about a horizontal shaft where the turbine rotor assembly is positioned. The turbine that is used in this system is a vertical axis wind turbine (VAWT), but operated in cross-wind orientation. It could be any type of VAWT such as H-rotor, Darrieus, and Helical. More than one turbine can be utilized for this system, depending on the size of the exhaust air outlet and its matching to the wind turbine. Based on the patent description, there is at least one guide vane between the outlet and the turbine rotor assembly to direct the air flow towards the turbine rotor assembly at a predetermined angle. One of the most common exhaust air systems that can be found almost anywhere in the world is the cooling tower. A cooling tower is a heat removal device that transfers heat from a process system through an evaporation process whereby some of the water is evaporated into the moving air stream drawn by the cooling tower [17] . Cooling towers are commonly used to dissipate heat from water-cooled refrigeration, air-conditioning systems, and industrial process systems [18] . For an induced draft cooling tower, the normal discharged air velocity is about 9 m/s in order to sufficiently reject the heat to the environment [19] . Since there is a defined amount of discharged air flow from a cooling tower, VAWTs are mounted on top of the cooling tower to utilize the discharged air kinetic energy which is higher and more consistent compared to natural wind. The waste high speed exhaust air discharged from the cooling tower is harvested by positioning a wind turbine in the stream for energy recovery.
Methodology

Experimental Setup
The purpose of this experiment was to determine the optimum position to place a wind turbine at the outlet of an exhaust air system. A scaled cooling tower model was fabricated to represent an exhaust air system. The model consists of a 5-bladed axial flow fan, the body, and an outlet duct which is similar to the common counter-flow cooling tower. This 780 mm diameter fan is powered by a 0.75 kW rated motor. The bare cooling tower model performance is evaluated by the air flow rate and the power consumption by the fan motor. The air flow rate is obtained by multiplication of the average air velocity and area at the inlet of the model. The average inlet air velocity is calculated by averaging measured air velocities from all sides of the model. These measurements are conducted using a vane-type anemometer. Power consumption by the fan motor is measured using a power analyzer (Fluke 435 Series II). A suitable method for measuring air velocity of a circular duct is by dividing the area into several concentric parts of equal area with velocities taken at every quarter of the circle [20] . In order to determine the points for the measurement, the area of the discharge outlet is divided into five equal concentric areas and the radius to the center of each area is obtained. Each of these concentric areas is named as a band where the bands are numbered as shown in Figure 3 . These discharge velocities are plotted onto a graph to determine the discharge air distribution profile. The performance of the bare cooling tower model is the benchmark for the entire experiment. For the case of a cooling tower with turbine, a supporting frame for the wind turbine and controller was constructed as shown in Figure 4 . To determine the optimum wind turbine position at the outlet of the cooling tower, several positions were set and the wind turbine performance as well as the cooling tower model airflow performance collected at all positions. Taking the center of the turbine as a reference, the turbine position was vertically varied from 200 mm to 400 mm range to the cooling tower discharge outlet. For horizontal position variation, the center of the discharge outlet (also the center of the fan) was taken as the reference. The turbine was moved in the range −250 mm to 250 mm with a distance of every position of 50 mm. Figure 5 illustrates the wind turbine position setting.
The wind turbine performance was logged using the controller system. The parameters recorded are the rotational speed, voltage, current, and electrical power. All the parameters taken from the bare cooling tower model were also recorded for the cooling tower with the wind turbine at the outlet. This was to compare the cooling tower performance between all configurations. The outlet air velocity measurement was to determine the outlet air flow rate and wind velocity profile. 
Double Multiple Stream Tube Theory
The air that is blown from a fan produces a non-uniform wind velocity profile. To explain the aerodynamic behavior, double multiple stream tube (DMST) theory was used for the analysis. The DMST theory is introduced by Paraschiviou based on the blade element momentum model by Betz (1926) [21] . The general expressions for the analysis on the turbine airfoil blade refer to Figure 6 . 
where α is the angle of attack, ρ is the density of air, h is the blade height, c is the blade chord length, Ti is the instantaneous thrust force and Qi is the instantaneous torque. TSR is the tip speed ratio which represents the ratio between the tangential speed of the tip of a blade and the free-stream wind velocity (TSR = ωR/V∞). CL and CD are the lift coefficient and drag coefficient respectively. In the DMST model, the calculation is done separately for the upstream and downstream half cycles of the turbine. At each level of the rotor, the induced velocities at upstream and downstream are obtained using the principle of two actuator discs in tandem. The turbine interactions with the wind in the upwind and downwind, passes the blades separately. The assumption was made that the wake from the upwind pass is fully expanded and the ultimate wake velocity has been reached before the interaction with the blades in the downwind pass. The downwind blades therefore see a reduced "free-stream" velocity. This approach more accurately represents the variation in flow through the turbine. Each stream tube in the DMST model intersects the airfoil path twice; once on the upwind pass, and again on the downwind pass. At these intersections we imagine the turbine replaced by a tandem pair of actuator discs, upon which the flow may exert a force. The DMST model simultaneously solves two equations for the stream-wise force at the actuator disk; one obtained by conservation of momentum and the other based on the aerodynamic coefficients of the airfoil (lift and drag) and the local wind velocity. These equations are solved twice; for the up-wind and for the downwind part of the rotor.
For the case of wind from an exhaust air outlet where the wind velocity profile is not uniform, different wind streams in each of the stream tubes are used in the DMST theory. This is a novel application of the theory. A semi-empirical approach is applied in this theoretical study where the parameter of wind velocities and rotor rotational speeds is taken from the experiment. In order to proceed for the computation of the performance of the turbine, the lift and drag coefficients of the airfoil section are needed. The data was obtained from the online airfoil database (Airfoil Investigation Database) at Reynolds number 25,000 [23] . However, the data is limited only to a small range of angle of attack since most of the airfoil studies are focused on aircraft wing application. To get a complete range of angle of attack (±180°), an extrapolation model developed by Montgomerie [24] was applied.
For the computations, the axial induction factor, a, was assumed as 1/3 at all conditions. The turbine was divided into 18 stream tubes (each of upwind and downwind) where the size of each tube was 10°. The velocity for each stream tube was taken based on the measured velocity profile at the outlet of the cooling tower model. The stream and induced velocity was assumed as perpendicular to the turbine swept plane and the effect of gravity was neglected.
Results and Discussions
Velocity Profile
Different configurations of exhaust air systems produce different profiles of outlet wind. Thus, wind turbine matching has to be made according to wind velocity profile. The mean velocity profiles for all configurations (with and without turbine) are plotted in Figure 8 . The radius of the fan duct is 365 mm which is represented by the dashed line and the wind velocity distribution is assumed as symmetrical with the center of the outlet as X = 0. Since there is a fan blade hub at the center of the outlet and the measured velocity is zero, the graph is assumed to cross the y-axis at 0 m/s. From the figure, the wind velocities gradually increase along the outlet radius until a maximum at about 300 mm distance to the center at the outlet before slightly decreasing close to the outlet wall. There is low error on the readings where the standard deviations are less than 0.6, and the highest standard deviation occurs close to the outlet center. Figure 9 depicts the rotational speed of the free running wind turbine in various configurations. It can be seen that the rotational speeds are higher (more than 350 rpm) when the turbine is placed close to the outer radius of the discharge outlet. This is because according to Figure 8 , the wind velocity is higher in this region and decreases until zero towards the center. Thus, the turbine at horizontal positions of Since there is a non-uniform wind profile, the turbine at each position experiences a different wind velocity and hence different amounts of available wind energy to be extracted. The wind velocity is considered by averaging the wind velocity from Figure 8 at every 10° of azimuth angle upstream of the turbine. The Cp versus TSR graphs for the considered wind turbine configurations are tabulated in Figures 10 and 11 . The coefficient of power, Cp is defined as 2P/(ρAV 3 ), where ρ is the air density and A is the frontal swept area of the turbine. The power generated by the turbine, P is measured by a controller which consists of a rectifier and resistive dump load. AC voltage from the generator is rectified to DC for current and voltage measurements and dumped to resistive load inside the controller. Low power generation is expected according to the previous study that utilized the same wind turbine model, the turbine producing much less than 1 W at wind velocity lower than 8.5 m/s [25] . It was also reported that the maximum Cp was 0.03 at a TSR of 0.98 and wind velocity of 8.5 m/s. First, we discuss the coefficient of power for the turbine at the positive side of the horizontal position. All the graphs in Figure 10 show similar trends where X = 250 mm has the highest Cp followed by X = 200 mm and 150 mm. Comparing the vertical position, Y = 200 mm demonstrates the lowest Cp where the maximum Cp for the three X position occurs at TSR of about 1.75. The low Cp values for wind turbine at this configuration are due to the turbine being too close to the discharge outlet, possibly causing a backflow. The backflow will cause a blockage that negatively affects the exhaust air system performance [26] . It also reduces the power generation by the turbine. The coefficient of power continues to increase until its peak at Y = 300 mm before starting to decrease. Y = 300 mm is where the distance of the turbine's nearest circumference to the outlet is equal to the radius of the rotor. For an explanation of the wind turbine and non-uniform wind profile interaction, the exhaust air energy recovery system at Y = 300 mm is taken as an example. The analysis is based on non-uniform velocity application of the DMST theory. Figure 12 illustrates the turbine position against the wind stream, power against the azimuth angle and angle of attack versus the azimuth angle at the horizontal positions of X = 250 mm and X = −250 mm respectively. At X = 250 mm, the turbine is at the highest wind velocity area of the positive side of the horizontal position. In the non-uniform profile, the highest incoming wind speed interacts with the first quarter of the turbine (0° to 90° azimuth angle) with respect to the wind turbine rotation direction. This is the area with the best angle of attacks which in turn produces the highest torque where its peak is at about 65° azimuth angle (as calculated using the DMST theory). Thus, for this configuration, the turbine experiences the highest coefficient of power. On the other hand, the highest wind velocity area for the negative side of the horizontal wind turbine position is at X = −250 mm. In this setting, the highest wind velocity matches the second quarter of the wind turbine with respect to the rotation direction. Based on DMST theory analysis, the angle of attacks at this quarter of turbine rotation are very high which cause a lower amount of torque to be generated thus lowering the coefficient of power of the turbine. The airfoil blades for this turbine have the highest lift force at an angle of attack of 12°, and start to stall after that [23] . Having the blades interact with the wind at better angle of attacks will significantly improve the wind turbine performance [27] . To conclude, with respect to the wind turbine rotation direction which is counter-clockwise, it is more preferable to place the wind turbine with the highest wind velocity at its first quarter, i.e., at the positive side of the wind turbine horizontal position. 
Wind Turbine Performance
Cooling Tower Model Performance
Assessment of the air flow rate of the cooling tower with the various configurations is shown in Figure 13 . The intake flow rates are obtained by multiplying the average intake velocity with the intake area which is equal to 0.584 m The fan motor of the cooling tower power consumption is plotted in Figure 14 . The trends show that the power consumption is higher at the negative side of the horizontal position for all wind turbine distances to the outlet. Since the configuration without wind turbine is the benchmark for the experiment, the wind turbine at distances of 350 mm and 400 mm are preferable at all horizontal positions except at X = −200 mm and −250 mm. This result shows that the existence of the wind turbine at the correct position is able to improve the cooling tower air flow rate and reduce the motor power consumption. Thus, the efficiency of the cooling tower can be improved. 
Overall Performance Evaluation
Three parameters that are taken into account in determining the optimum configuration of the exhaust air energy recovery turbine generator are the intake air flow rate, the fan motor power consumption, and the wind turbine performance. Based on sub-sections 4.2 and 4.3, the preferable positions for the turbine are when the turbine is spinning clockwise at the right side, i.e., X = 150 mm, 200 mm, and 250 mm for all horizontal distances. The evaluation is tabulated in Table 1 . Based on the presented data, the configuration of the horizontal position, Y = 400 mm and X = 250 mm has a superior advantage over the others. It was chosen because at this configuration, the wind turbine performance is among the best and the cooling tower performance improvement is the highest. On the cooling tower performance, the fan motor power consumption is reduced by 4.5% and the air flow rate is improved by 11%. The turbine also achieves 10.6% of coefficient of power at a TSR of 1.88. With this, the performance of the cooling tower model is improved and at the same time the turbine generates energy. As mentioned in the design description section, an exhaust air energy recovery wind turbine generator system can consist of more than one wind turbine. Based on the outlet area of the cooling tower and the size of the turbine used in this experiment, it is possible to place two turbines. Considering the best turbine position as suggested in the previous paragraph (Y = 400 mm and X = 250 mm), and the cooling tower performance remains the same as in this configuration, if two wind turbines are in place, the system doubles the energy recovery percentage. Measurement on an actual cooling tower with 2.4 m diameter and powered by a 7.5 kW fan motor revealed that the discharge wind velocity is about 13 m/s. Matching to the size of the cooling tower outlet, two units of 500 W VAWT can be placed to recover the energy.
Since the discharge speed is approximately the same as the turbine's rated speed, 1 kW power is expected to be generated by both turbines which is equivalent to 13% of energy recovery.
Conclusions
The experiment shows that it is possible to recover energy in air that is being discharged from an exhaust system without negatively affecting its performance. The discharged air from the system has the quality of being able to generate steady and predictable energy. With the correct wind turbine positioning and size matching, an optimum amount of energy recovery can be obtained. Based on the result, when the turbine is spinning at a high rotational speed, the cooling tower model experiences an increment in air flow rate and a reduction in fan motor power consumption. Thus, the exhaust air energy recovery turbine generator is capable of improving the cooling tower performance.
This system is retrofitable and safe to be used for any existing exhaust air systems. For safety enhancement, an enclosure can be mounted to surround the wind turbine to eliminate the possibility of blade fly-off in case of turbine failure. The procedure presented in this paper can be utilized for wind turbine position determination for any kind of exhaust air system configuration. It is understood that different configurations of exhaust systems (variation in fan type, duct geometry, etc.) may produce different flow patterns of the discharge air. However, the procedure is universal. This study focuses on experimental analysis of the placement of a wind turbine facing the outlet of an exhaust air system. Further study will be conducted on the aerodynamic analysis of the system. The analysis will be different to conventional wind turbine aerodynamic analysis since the wind that blows onto the turbine is not uniform in profile. It will be conducted by a semi-empirical approach.
